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Marine Corps forward 
operating base is a self-con-
tained remote temporary 
military base designed to 
support combat operations 
in an austere environment, often without 
pre-existing infrastructure. similar in func-
tion to a permanent military base, this tem-
porary base contains planning spaces, 
billeting tents, and a variety of equipment 
that all require electricity. as there is no utili-
ty grid, the primary source of a temporary 
base’s electrical power is provided on site by 
diesel generators.
Marines and soldiers are responsible for 
the transportation, safe employment, 
maintenance, and refueling of forward-
deployed generators. These efforts enable 
sustained generator operation but also 
impose significant logistical challenges to 
deployed forces. for instance, the cost of 
fuel alone is a tremendous financial bur-
den to the department of defense at an 
estimated Us$400 per gallon delivered to a 
remote base. in addition to the high cost of 
fuel, the necessity of resupply convoys to 
deliver the fuel poses a significant risk to 
U.s. armed forces. former Commandant of 
the Marine Corps General James Conway 
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related that 10–15% of Marine casualties occur during fuel 
and water convoy operations alone. More efficient genera-
tor use presents an opportunity to reduce the overall fuel 
consumption on a temporary base and, in turn, save 
money while reducing risk to american troops.
on a typical remote base, each generator is connected to 
its own set of loads and operates independently from other 
generators. Most of the time, generators operate at a low 
load. The fuel efficiency of a diesel generator is related to its 
electrical loading, such as the 10-kw tactical quiet genera-
tor shown in figure 1. Generators operate most efficiently 
when they are fully loaded. for a given load, a smaller gen-
erator at a high  operating point is more efficient than a 
large generator at a low operating point in terms of fuel 
consumed per power delivered to the load.
The introduction of an energy management system 
(eMs) into the power system of a remote temporary base 
improves efficiency by ensuring that the smallest genera-
tor is selected to power the loads. The eMs provides an 
interface between the loads, power sources, and energy 
storage elements, as shown in  figure 2. if the batteries are 
charged and sufficiently rated, the eMs can shut down 
both generators and draw power from the batteries alone.
Lab demonstration and Simulations
a laboratory experiment was conducted to demonstrate the 
eMs’s ability to disconnect from an external voltage source, 
operate using batteries alone, and then reconnect to an 
external voltage source while maintaining uninterrupted 
current to the load. The electrical schematic for the hardware 
setup in the laboratory is depicted in figure 3. The eMs box 
in figure 3 includes the battery pack, the buck/boost convert-
er, and the H-bridge converter, which allow the eMs to inject 
 current to power a load or draw current to charge the battery 
pack. a printed circuit board (pCB) 
mounted integrated power module 
using six insulated-gate bipolar tran-
sistors (iGBTs) and antiparallel 
diodes was used to implement the 
H-bridge (two legs) and the buck/
boost converters (third leg). Logic 
stored on a field programmable gate 
array (fpGa) dictates which power 
source the eMs selects based on the 
load’s power demand.
if no generators are connected, 
then the eMs is the sole power pro-
vider and operates as a voltage 
source, drawing power from the bat-
teries. when a generator is connect-
ed, the eMs can operate in one of 
the following modes:
x  charging the batteries, in 
which case the H-bridge works 
as a rectifier and the third leg 
operates as a buck converter
x  supplying additional current to 
the load; thus, the H-bridge 
operates as an inverter con-
trolled as a current source and 
the third leg boosts the voltage
x  standby mode, monitoring the 
load demands
x  peak power management by 
load shedding and/or genera-
tor connect/disconnect.
for the experimental setup in 
figure 3, VsA = VsB = 116 Vrms, LsA = 
LsB = 300 μH, Lfil = 1160 μH, Ccfil = 
12 μf, and the load is a 109-Ω resis-
tor. six 12-V lead-acid batteries are 
used, producing 72-V dc output. The 
boost converter raises this voltage 
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to 200 V, creating a dc bus for the H-bridge converter. a thy-
ristor switch, Crydom Cwd2410-10, is used as the discon-
nect/connect switch. The lab power supply is used to 
 represent both voltage sources VsA and VsB since they 
operate at separate times.
a photo of the laboratory experiment is shown in 
 figure 4. The batteries are shown in the top left corner 
while the electronics, including three pCBs, are visible on 
the front. Two of the three pCBs are custom while the third 
one is a Xilinx fpGa development board.
The handoff from one voltage source to the other is 
demonstrated by the experimental setup shown in figure 3 
in two steps. in step 1, the eMs disconnects from VsA by 
turning off a thyristor switch. once disconnected from 
VsA, the eMs draws power from the batteries as it waits 
for Vcfil to synchronize with VsB. once synchronized, the 
eMs connects to VsB at the next Vcfil zero crossing, as 
shown in step 2.
The experimental voltages and currents produced 
when disconnecting the eMs from VsA are shown in 
 figure 5, and the corresponding waveforms for the con-
nection to VsB are shown in figure 6. in these figures, Vcfil 
is the output bus voltage seen by the load, IeMs is the cur-
rent injected from the H-bridge inverter, Iload is the cur-
rent through the load resistor, and IlsA and  IlsB are the 
source currents from VsA and VsB, respectively. The two 
sets of experimental plots demonstrate that the load 
does not experience any  disturbance when a  generator 
handoff occurs.
note that the voltage Vcfil is slightly lower when the 
generators are  disconnected and the eMs alone provides 
voltage to the load, as shown in figure 5. This was inten-
tionally done to visualize the transition in the  laboratory 
experiment. The eMs was programmed to supply a volt-
age slightly lower than the main 
power source. since the H-bridge is 
controlled as a voltage source invert-
er, the voltage can be controlled very 
precisely.
from figure 5, it can be noted that 
just before VsA is turned off, there is a 
moment when current flows 
between the main power source and 
the eMs, thus producing a spike in 
the IlsA and IeMs waveforms because 
the main power and the eMs are 
both trying to control the ac bus volt-
age. a small angle or phase differ-
ence between the eMs output voltage 
and the main power supply voltage 
cause a discontinuity to occur when 
VsB gets connected, as shown in fig-
ure 6. These glitches do not affect the 
load; however, they will be addressed 
in the future as the eMs digital con-
troller gets further refined.
Figure 2. The EMS provides an interface between loads, power 
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a physics-based model of the circuit shown in figure 3 
was implemented using the MaTLaB/simulink software. 
The voltage sources VsA and VsB were simulated using 
ideal voltage sources, while all other circuit parameters 
were set to match the laboratory setup.
figures 7 and 8 present the simulation results that are 
in good agreement with the simulations except for the 
noise due to the nonideal voltage 
source used in the laboratory. in par-
ticular, the source current waveforms 
IlsA and IlsB, displayed at the bottom 
of figures 5 and 6, respectively, pres-
ent some ripple because the laborato-
ry power supply voltage, unlike the 
simulated one, is nonideal. The fifth 
and seventh harmonics are usually 
present. additionally, the thyristor 
switch controlled by the eMs to con-
nect and disconnect the source con-
tributes to the noise observed in the 
experimental waveforms.
Traditional Generator employment
Typically, on a remote military base, each generator is 
directly connected to its own separate set of loads. a 
notional profile representing the load demand for a 5- and 
20-kw generator is depicted over a 24-h period in figure 9. 
This method of generator employment will be referred to 
as traditional scenario hereafter. By visual inspection, it is 
clear that both the 5- and 20-kw gen-
erators run at less than 50% of their 
rated maximum load throughout the 
notional scenario. since a generator’s 
efficiency is directly proportional to 
its loading, such a low generator load-
ing, as presented in figure 9, gives 
room for optimization.
The fuel flows were estimated 
using each generator’s capacity and 
operating point. The fuel flow curves 
used for the generators are shown in 
figure 10. The corresponding linear 
best-fit equations for these curves 
Figure 4. A photo of the EMS laboratory setup.
Figure 5. The experimental measurements: the EMS provides power 
to the load after it disconnects from VsA.





















































Figure 6. The experimental measurements: the EMS stops providing 
























































Figure 7. The simulation results: the EMS provides power to the load 
after it disconnects from VsA.
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are given in Table 1. The generator loading, fuel flow data, 
and the fuel consumed by each generator under the tra-
ditional method of employment are summarized in Table 
2. Using the traditional method of generator employment 
for the load profile in figure 9, the data in Table 2 show 
that the two generators consumed a total of 22.7 gal of 
fuel in a 24-h period.
in the next section, these results will be compared to the 
scenario where an eMs manages the loads and the genera-
tors, together with a battery pack, for the same load profile.
emS-Integrated Generator employment
The eMs-enabled scenario is compared to the traditional 
scenario using the same 24-h load profile presented in 
 figure 9. Unlike the traditional scenario, the loads are con-
nected to the eMs, not directly to a generator. Critical 
loads are connected to the eMs critical bus, and the non-
critical loads are connected to the eMs noncritical bus, as 
shown in figure 2. figure 11 presents a notional profile 
representing load demand over a 24-h period for the eMs-
enabled scenario.
Critical loads are those electrical devices that must be 
powered at all times to ensure safety or mission success. 
noncritical loads may be briefly turned off without  causing 
a major disruption to safety or operational requirements. To 
use the same load profile for both the traditional and eMs-
enabled scenarios, the two sets of loads were separated into 
the same groups. The loads connected to the 5- and 20-kw 
generators in figure 9 correspond to the critical and non-
critical loads, respectively, in figure 11.
another difference between the eMs-enabled setup 
and the traditional method of generator employment is 
that, in the eMs setup, no more than one generator is used 
to power the loads at any given time. in other words, the 
eMs may connect to generator 1, generator 2, or operate 
solely on battery power.
The design principles guiding the eMs logic are as 
 follows:
 x provide uninterrupted power to critical loads at all 
times
 x shed noncritical loads when necessary to maintain 
power to the critical loads
 x use the battery bank to supplement power to main-
tain generator operation no higher than 100%
 x utilize the battery bank or the smallest generator pos-
sible to supply power to the loads.
Figure 8. The simulation results: the EMS stops providing power to 
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TabLe 1. Generator fuel flow linear best-fit 
equations.
Generator Size Fuel Flow (gal/h)
5 kW f5 (x) = 0.0046x + 0.113
15 kW f15 (x) = 0.0098x + 0.2419
20 kW f20 (x) = 0.0169x + 0.4163
 IEEE Electr i f icat ion Magazine / december 2013 35
ideally, the eMs can draw power solely from the battery 
bank during periods of minimal load demand, thereby 
saving fuel because the generators are shut down. The 
eMs-enabled topology explored in this section assumes a 
battery bank of 12-V lead-acid batteries with a total use-
able capacity of 64.8 MJ. This capacity is based on a maxi-
mum total battery power draw of 3 kw over a 6-h time 
period. This capability creates the potential for the desired 
batteries-only mode of operation during extended periods 
of low loading.
Logic was implemented in a simulink model to explore 
how the eMs handles the notional 24-h load profile in 
 figure 11. an overview of the logic flowchart is shown in 
figure 12.
in step 1 of the flowchart, the eMs measures the aver-
age power demanded by the load. in step 2, the eMs com-
pares the load demand to the capacity of the power 
source that is currently connected. The connected power 
source could be the 3-kw battery pack, the 5-kw genera-
tor, or the 15-kw generator. if a generator is connected, 
the eMs may also inject up to 3 kw of additional power 
from the battery pack to maintain a generator loading of 
no higher than 100%. if the battery pack decreases below a 
20% state of charge (soC), the eMs connects to the next 
largest generator to enable battery charging.
step 3 takes corrective action in the event of a source 
power deficit or a generator power excess. Most impor-
tantly, if the load demand exceeds the source capacity, the 
eMs sheds the noncritical bus to preserve uninterrupted 
power to the critical loads. alternatively, if a generator is 
being used to power the loads and it has excess power, 
then the eMs will use this excess power to recharge the 
batteries.
assuming the eMs has completed any required actions 
from step 3, it then executes a power source handoff as 
shown in step 4. when a handoff occurs, the eMs first 
sheds the noncritical bus (if it was not already shed in 
step 2). This shedding event is important because it reduc-
es the potentially large load that would be placed upon 
the battery pack for the duration of the handoff when 
 neither generator is connected. in this analysis, no load 
TabLe 2. Total generator fuel consumption using traditional generator employment.










5-kW gen 0000–2359 24 1.5 30% 0.251 6.024
20-kW gen 0000–0500 5 0 0% 0.4163 2.0815
0500–1000 5 4.6 23% 0.805 4.025
1000–1430 4.5 7.5 37.5% 1.05 4.725
1430–1930 5 4.6 23% 0.805 4.025
1930–2359 4.5 0 0% 0.4163 1.87335
Total 22.75385
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Figure 12. The EMS logic flowchart.
Measure load demand.
Evaluate the appropriate power
source configuration.
Switch power sources as required
based upon Step 2.
Charge batteries













Restore the noncritical bus if it was
shed in Step 3.
Step 5
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shedding occurs. an exception to this is when the eMs 
transitions from a generator to the battery pack. if the eMs 
selects the battery pack as the desired power source, it is 
implied that batteries are capable of handling the load 
and, thus, load shedding is not necessary.
when the handoff to the desired 
power source is completed, step 5 dic-
tates that the eMs will restore the non-
critical bus. The eMs continues to 
sense the load demand from step 1 
and make power source handoff deci-
sions as necessary.
The logic from figure 12 was 
applied to the notional 24-h load 
demand shown in figure 11. Boxed 
regions surrounding different portions 
of the total load demand are annotated 
in figure 11. each region defines the 
period of time in which the eMs 
remained in a particular power source 
configuration. an associated numeric 
label corresponding to each region 
relates to the information contained in 
Tables 3–5. it was assumed that the battery bank was fully 
charged at the beginning of the simulation.
data regarding which generator the eMs’s logic chose 
to power the load, the loading placed upon the generator, 
the mode of battery operation (either off, supplying 
power to the load, or drawing power to recharge), and the 
battery soC is summarized in Table 3. a more detailed 
battery soC tracking is shown in Table 4, and the result-
ing total fuel consumption over the 24-h period is calcu-
lated in Table 5.
in the eMs-enabled scenario, the 
total fuel consumed by the gas gen-
erators was 11.6 gal over the 24-h 
period, approximately half of the 
daily fuel consumed by the tradi-
tional method of generator employ-
ment from Table 2. note that 0.34 gal 
of fuel are added to the quantity in 
Table 5, which would be needed to 
restore the battery to its fully 
charged state. The battery charging 
and discharging is estimated to have 
an efficiency of 90%.
conclusions
The integration of the eMs into the 
power system of a remote military 
base decreases the overall generator fuel consumption by 
50% while still providing necessary power to the loads. 
The decreased fuel consumption results from optimiza-
tion in various areas. first, the eMs uses the battery pack 
TabLe 3. emS operational states corresponding to the regions identified in Figure 11.






Battery Mode Battery Load 
(kW)
1 0000–0500 1.5 None 0 Supply 1.5
2 0500–1000 6.1 5 kW 5 Supply 1.1
3 1000–1210 9 15 kW 15 Charge –6
4 1210–1430 9 15 kW 9 Off 0
5 1430–1930 6.1 5 kW 5 Supply 1.1
6 1930–2105 1.5 5 kW 5 Charge -3.5
7 2105–2359 1.5 None 0 Supply 1.5
TabLe 4. battery bank Soc corresponding to the regions identified in Figure 11.








Initial SoC Final SoC
1 5 1.5 64.8 29.7 35.1 100% 54.2%
2 5 1.1 35.1 21.8 13.3 54.2% 20.6%
3 2.17 –6 13.3 –42.2 55.5 20.6% 85.7%
4 2.33 0 55.5 0.0 55.5 85.7% 85.7%
5 5 1.1 55.5 21.8 33.7 85.7% 52.0%
6 1.57 –3.5 33.7 –17.8 51.5 52% 79.5%
7 2.92 1.5 51.5 17.3 34.2 79.5% 52.8%
The use of an EMS 
enables generators 
to run up to 100% 
with the battery 
pack ensuring that 
additional power is 
available when 
needed.
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to provide power in times of low loading, meaning the 
generators are shut off and not consuming any fuel. sec-
ond, the battery pack’s supplemental power allows a 
15-kw generator to be substituted for the 20-kw genera-
tor in the traditional scenario. This is beneficial because 
the 15-kw generator has a lower fuel flow than the 20-kw 
generator for any given load. Third, the eMs only operates 
one generator at a time. The chosen generator is the small-
est option available that can power the loads while the 
other generator is shut down. The data in Table 5 show 
that the generators operate at 100% load most of the time. 
in general, the generators’ operating points are consistent-
ly higher than those shown in Table 2 for the traditional 
method of generator employment.
The 24-h load profile used here might seem unrealistic, 
i.e., a set of loads with a 20-kw peak requirement never 
exceeded 9 kw in the notional power profile. surprisingly, 
though, such underutilization is quite common. data col-
lected in the field show that remote temporary bases con-
tain as much as 115 kw of generator capacity for total 
load profiles that, in reality, seldom reach above 45 kw. 
The eMs serves a purpose in larger microgrid architec-
tures above 20 kw as well. excessive generation capacity 
drives traditional military generator employment, but in 
reality, these generators never operate in the most effi-
cient manner because doctrine limits them to 80% loading 
at best. The use of an eMs enables generators to run up to 
100% with the battery pack ensuring that additional 
power is available when needed. The eMs may incorpo-
rate solar or wind power to charge the battery pack, allevi-
ating some of that requirement from the generators.
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TabLe 5. Generator selection, loading, and fuel consumption for the total load profile in Figure 11.













2 5 kW 5 5 100% 0.57 2.9
3 15 kW 2.17 15 100% 1.23 2.7
4 15 kW 2.33 9 60% 0.83 1.9
5 5 kW 5 5 100% 0.57 2.9
6 5 kW 1.57 5 100% 0.57 0.9
7 None
Total 11.2
